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200

                     LEGEND

NOTES:

1. AFTER REMOVING EXISTING CONCRETE IN AND AROUND POOL, THE CONTRACTOR SHALL THEN FILL POOL AREA
WITH SELECT FILL TO MATCH EXISTING GRADE (SEE SHEET 3.0).

2. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE EXISTENCE AND LOCATION OF ALL UNDERGROUND
UTILITIES, SHOWN OR NOT SHOWN ON THE PLANS.  THE OWNER AND ENGINEER SHALL BE HELD BLAMELESS FOR
ANY DAMAGE TO EXISTING UTILITIES CAUSED BY THE CONTRACTOR'S OPERATIONS.

3. CONTRACTOR TO DISPOSE OF EXCESS SOIL AND DEBRIS AT A CONTRACTOR PROVIDED SITE.
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NOTES:

1. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE EXISTENCE AND LOCATION OF ALL UNDERGROUND UTILITIES,
SHOWN OR NOT SHOWN ON THE PLANS.  THE OWNER AND ENGINEER SHALL BE HELD BLAMELESS FOR ANY DAMAGE TO
EXISTING UTILITIES CAUSED BY THE CONTRACTOR'S OPERATIONS.

2. EROSION CONTROL MEASURES SHALL BE APPLIED TO DISTURBED AREAS AS SOON AS PRACTICAL.  THE CONTRACTOR SHALL
IMPLEMENT AND MAINTAIN NECESSARY CONTROLS TO PREVENT EROSION AND SEDIMENT FROM ADVERSELY AFFECTING
PROPERTY.

3. THE CONTRACTOR IS RESPONSIBLE FOR ESTABLISHING VEGETATIVE COVER ON ALL DISTURBED ARES.
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SITE PLAN:
PHASE II

LDW

MSH

JWP/LDW

12-12-19

NOTES:

1. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE EXISTENCE AND LOCATION OF ALL UNDERGROUND UTILITIES, SHOWN OR NOT SHOWN
ON THE PLANS.  THE OWNER AND ENGINEER SHALL BE HELD BLAMELESS FOR ANY DAMAGE TO EXISTING UTILITIES CAUSED BY THE
CONTRACTOR'S OPERATIONS.

2. EROSION CONTROL MEASURES SHALL BE APPLIED TO DISTURBED AREAS AS SOON AS PRACTICAL.  THE CONTRACTOR SHALL IMPLEMENT AND
MAINTAIN NECESSARY CONTROLS TO PREVENT EROSION AND SEDIMENT FROM ADVERSELY AFFECTING PROPERTY.

3. THE CONTRACTOR IS RESPONSIBLE FOR ESTABLISHING VEGETATIVE COVER ON ALL DISTURBED ARES.

4. PHASE II TO BEGIN AFTER THE COMPLETION AND INSTALLATION OF THE SPLASH PAD (BY OTHERS).

5. PROPOSED CHAIN LINK FENCE TO BE 6' TALL AND VINYL COATED ALL OTHER PROPERTIES TO MATCH CLASS I CHAIN LINK FENCE  REFERENCED IN
MISSISSIPPI DEPARTMENT OF TRANSPORTATION ROADWAY DESIGN STANDARD DRAWING  CL-1 SHEET NO. 6184. ONE 36" WIDE CHAIN LINK GATE
REQUIRED AT A LOCATION SPECIFIED BY THE OWNER.

6. CHAIR LIFT USER MANUAL AND FOOTING DETAILS LOCATED IN APPENDIX "A" OF THE PROJECT MANUAL. CHAIR LIFT TO BE INSTALLED AT OWNER
SPECIFIED LOCATION AFTER CONTRACT "B" IS COMPLETED.

SEE SHEET A1.0
FOR PERGOLA DETAILS (ALTERNATE NO. 1)
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3.0

DETAILS

LDW

MSH

JWP/LDW

12-12-19

SCALE:

CONC. PAVEMENT DETAIL

N.T.S.

1

12" MIN. 12" MIN.O.D.

PIPE BEDDING, IMPORTED SAND, 4"
THICKNESS

INITIAL BACKFILL, SUITABLE NATIVE
MATERIAL FREE OF STONES AND
DEBRIS, COMPACTED IN 6" LIFTS BY
HAND TAMPING

12
"

SAND/CLAY FILL
95% MODIFY PROCTOR DENSITY
(SEE GEOTECHNICAL REPORT)

NOTES

1.  NATIVE MATERIAL USED FOR BACKFILL MUST BE FREE OF
   STONES, DEBRIS, AND ORGANIC MATTER.

36
" M

IN
. C

OV
ER

FINISHED GRADE

4"

PVC WATER MAIN

UNDISTURBED EARTH

SCALE:

PVC PIPE TRENCH DETAIL
7

N.T.S.

SCALE:

HDPE STORM DRAIN TRENCH DETAIL
6

N.T.S.

6"
VA

RI
ES

6" CRUSHED STONE

*SELECT FILL

SCALE:

CRUSHED AGGREGATE SURFACE DETAIL

N.T.S.

4

EXISTING GROUND

* NOTE:

SELECT FILL TO BE CLASS 7 AS SPECIFIED IN MS STANDARD
SPECIFICATIONS FOR STATE AID ROAD AND BRIDGE
CONSTRUCTION COMPACTED TO 95% STANDARD PROCTOR IN 8"
LIFTS.

PRECAST CONCRETE CATCH BASINS SHALL BE EQUIVALENT TO HANSON PIPE & PRODUCTS, INC. MEETING ASTM C-857-92 AND DESIGNED
TO MEET AASHTO HS-20-44 LOADING, WITH 6" WALLS, 8" TOP SLABS, AND 8" BASE SLABS EXCEPT THAT 24"x24" DRAINAGE STRUCTURES
MAY UTILIZE 6" BASE SLABS. REINFORCING STEEL SHALL MEET ASTM A-615, GRADE 60.

CAST IRON FRAMES AND COVERS FOR CATCH BASINS SHALL BE EQUIVALENT TO MODEL V-5726 F/G BY VULCAN FOUNDRY EXCEPT THAT;
-24"x24" INLETS SHALL BE EQUIVALENT TO VULCAN FOUNDRY MODEL V-5766 F/V-5666 G

CAST-IN-PLACE CONCRETE OR MASONRY INLETS AND JUNCTION BOXES MAY BE SUBSTITUTED FOR PRECAST CONCRETE PROVIDED THAT
THE CONSTRUCTION COMPLIES WITH MISSISSIPPI STANDARD SPECIFICATIONS FOR STATE AID ROAD AND BRIDGE CONSTRUCTION,
JANUARY 2004, AND EXCEPT THAT FRAMES AND COVERS SHALL BE AS SPECIFIED FOR PRECAST INLETS.

INLETS, CATCH BASINS, & JUNCTION BOXES

3'-
0"

'

6"
'

2'-
0"

'
6"

'

6"' 6"'2'-0"'

3'-0"'

VULCAN FOUNDRY V-5726 F/G
OR APPROVED EQUIVALENT15"Ø RCP, MAX.

15"Ø RCP, MAX.

SCALE:

24" x 24" PRECAST INLET PLAN
9

N.T.S.

SCALE:

CAST-IN-PLACE RETAINING WALL

N.T.S.

8

1'-
0"

2'-9"

2 1/2"

VA
RI

ES

3 1/2"

8"6"

#5 BARS @ 12" O.C.,
30 1/2" X 18 1/2"

3-#4 BARS @ 9"
O.C., LAP 28"

3-#5 BARS @ 8"
O.C., LAP 27"

4"
MAX SLOPE: 3:1

PROPOSED  GUARDRAIL

SCALE:

STEEL GUARDRAIL

N.T.S.

5

NOTE: EXPANSION MATERIAL REQUIRED WHERE PAVEMENT ABUTS STRUCTURES

D D+16" MIN., TYP.

4" FOR ≤ 24"Ø
6" FOR >24"Ø

D
2' 

MI
N. 6"

FINISHED GRADE
BACKFILL TRENCH WITH EXCAVATED MATERIAL
COMPACTED TO 90% STD. PROCTOR DENSITY

PIPE EMBEDMENT TO BE ASTM D 2487
 CLASS II OR CLASS III
COMPACTED TO 90% STD. PROCTOR DENSITY.

HDPE PIPE

PROPOSED 4" CONC. PAVEMENT,
SEE DETAIL 4/3.0

EXISTING SIDEWALK

BASE ⅊ 3" x 12 x 0'-8 12
W/ 2- 5 8"Ø X6 GLAV. EXP. BOLTS

4"

6"X6" - W2.9X2.9 WIRE MESH

2"

SCALE:

TYPICAL EXPANSION JOINT

N.T.S.

2

NOTE: EXPANSION MATERIAL REQUIRED WHERE PAVEMENT ABUTS STRUCTURES
EXPANSION JOINTS ARE REQ'D. AT EVERY 20' SPACING.

4"

6"X6" - W2.9X2.9 WIRE MESH

2"

1/2"

PREFORMED JOINT FILLER

JOINT SEALANT
(SONNEBORN SL2 OR AN
APPROVED EQUIVALENT)

1"

SCALE:

TYPICAL SAW CUT CONTRACTION JOINT

N.T.S.

3

4"

6"X6" - W2.9X2.9 WIRE MESH

2"

1/4"

1"

SAW CUT AND FILL WITH
SEALANT (SONNEBORN
SL2 OR AN APPROVED
EQUIVALENT)

NOTE: SAW CUT CONTRACTION JOINTS ARE REQ'D. AT EVERY 10' SPACING.
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3.1

DETAILS

LDW

MSH

JWP/LDW

12-12-19

(5)  ADAPTER
ANGLES

VARIABLE 0° - 360°
ACCORDING TO

PLANS

8" - 36"

18" MIN WIDTH GUIDELINE

8" MIN THICKNESS GUIDELINE

(3)  VARIABLE SUMP DEPTH
ACCORDING TO PLANS

(6" MIN. ON 8" - 24", 10" MIN. ON 30"
& 12" MIN. ON 36"

BASED ON MANUFACTURING REQ.)

4" MIN ON 8" - 24"
6" MIN ON 30" & 36"

MINIMUM PIPE BURIAL
DEPTH PER PIPE
MANUFACTURER

RECOMMENDATION
(MIN. MANUFACTURING

REQ. SAME AS MIN. SUMP)

(3)  VARIABLE INVERT HEIGHTS
AVAILABLE (ACCORDING TO

PLANS/TAKE OFF)

THE BACKFILL MATERIAL SHALL BE CRUSHED STONE OR OTHER
GRANULAR MATERIAL MEETING THE REQUIREMENTS OF CLASS I,
CLASS II, OR CLASS III MATERIAL AS DEFINED IN ASTM D2321.
BEDDING & BACKFILL FOR SURFACE DRAINAGE INLETS SHALL BE
PLACED & COMPACTED UNIFORMLY IN ACCORDANCE WITH ASTM D2321.

WATERTIGHT JOINT
(CORRUGATED HDPE SHOWN)

NYLOPLAST DRAIN BASIN WITH STANDARD GRATE

1  -  8" - 30" STANDARD GRATES SHALL BE DUCTILE IRON PER ASTM A536
       GRADE 70-50-05.
2  -  12" - 30" FRAMES SHALL BE DUCTILE IRON PER ASTM A536 GRADE 70-50-05.
       8" & 10" STANDARD GRATES FIT DIRECTLY ONTO DRAIN BASINS WITH THE
       USE OF A PVC BODY TOP.  SEE DRAWING NO. 7001-110-045.
3  -  DRAIN BASIN TO BE CUSTOM MANUFACTURED ACCORDING TO PLAN
       DETAILS.  RISERS ARE NEEDED FOR BASINS OVER 84" DUE TO SHIPPING
       RESTRICTIONS.  SEE DRAWING NO. 7001-110-065.
4  -  DRAINAGE CONNECTION STUB JOINT TIGHTNESS SHALL CONFORM TO
       ASTM D3212 FOR CORRUGATED HDPE (ADS N-12/HANCOR DUAL WALL),
       N-12 HP, & PVC SEWER (4" - 36").
5  -  ADAPTERS CAN BE MOUNTED ON ANY ANGLE 0° TO 360°.  TO DETERMINE
       MINIMUM ANGLE BETWEEN ADAPTERS SEE DRAWING NO. 7001-110-012.
6  -  12" - 30" STANDARD GRATES SHALL MEET H-20 LOAD RATING.
7  -  8" & 10" STANDARD GRATES ARE RATED FOR LIGHT DUTY APPLICATIONS
       ONLY; NO CONCRETE COLLAR NEEDED FOR LIGHT DUTY RATING.

(6, 7)  TRAFFIC LOADS:  CONCRETE SLAB DIMENSIONS ARE FOR
GUIDELINE PURPOSES ONLY.  ACTUAL CONCRETE SLAB MUST BE
DESIGNED TAKING INTO CONSIDERATION LOCAL SOIL CONDITIONS,
TRAFFIC LOADING, & OTHER APPLICABLE DESIGN FACTORS.
SEE DRAWING NO. 7001-110-111 FOR NON TRAFFIC INSTALLATION.

(1, 2)  INTEGRATED DUCTILE IRON
FRAME & GRATE TO MATCH BASIN O.D.

(4)  VARIOUS TYPES OF INLET & OUTLET ADAPTERS
AVAILABLE:  4" - 36" FOR CORRUGATED HDPE

(ADS N-12/HANCOR DUAL WALL, ADS/HANCOR
SINGLE WALL), N-12 HP, PVC SEWER (EX: SDR 35),

PVC DWV (EX:  SCH 40), PVC C900/C905,
CORRUGATED & RIBBED PVC
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Proposed Floor Plan
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Building Section
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SCALE: 1/4" = 1'-0"

Building Section
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4" Concrete Slab

6"x6" Wood Column

6"x6" Wood Brace

2"x12" Wood Beam

TRUE NORTH

2"x12" Beam

2"x12" Beam

6"x6" Column
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"

2"x12" Board

SCALE: 1/4" = 1'-0"

Framing Detail
4.0

5

2"x6" Wood Brace

4" Concrete Slab

6"x6" Wood Column

2"x12" Wood Beam

2"x12" Wood Beam

Ex
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tin
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ou

se

Ex
is

tin
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Po
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 H
ou

se

C

B

A

1 2 3

NOTES:

1. All Beans And Other Wood Lumber For Pergola Shall be Treated With Waterborne
Preservatives to The Requirements for Above Ground, Exterior, Exposed ( Use Category
34) In Accordance With AWPA Standards UC3A or ICC-ES Evaluation Reports.

2. All Columns For Pergola Shall be Treated With Water Borne Preservatives To The
Requirements For Ground Contact\Fresh Water General Use (Use Category 3B) In
Accordance With AWPA Standards UC3B or ICC-ES Evaluation Reports.

PLAN NORTH

8
'-3

" E
av

e

4.0
5

SCALE: 1/4" = 1'-0"

Partial Roof Plan
4.0

2

Existing Pool House Eave

Existing Pool House Ridge

50°

2"x12" Wood Board

8
'-9

"

6"x6" Wood Column

2"x12" Wood Beam

2"x12" Wood Beam

2"x12" Wood Board
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Existing Pool House Wall

4.0

LDW

KCO

JWP/LDW

12-12-19
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" 8
'-9

"

9"

4.0
5

1"

Through Bolt

6"x6" Wood Brace

Through Bolt

Vertical Column Notched Out

SCALE: 1/4" = 1'-0"

Framing Detail
4.0

6

11'-7"
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